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Statistics of Water Sample Tests of Fresh Water Cooling Towers in 2014
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No. of water samples with LBC at or above the upper threshold
(i.e. 1,000 cfu/ml) with nuisance notices issued
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(b) Inspections other than routine surveillance inspections
(To assist epidemiological investigation of the Centre for Health Protection to collect water
samples for testing)
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