Annex 2
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Building locations of fresh water cooling towers detected with total legionella count at/above upper threshold (1,000

cfu/ml) with nuisance notices issued under PHMSO in water sampling in past 3 months period

(1 October 2016 — 31 December 2016)
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(@) Routine surveillance inspections by EMSD % HI{TES 22 KE

Building Location of Cooling Tower(s) Total legionella count | Nuisance abatement status
Serial No. District (Premises using the cooling tower(s)) (cfu/ml) asat 6.1.2017#
7k & RANSE FRAE RS R, BEENEEHERE | B2 2017418 6 HER
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Cases in October 2016 2016 4£ 10 A5 EZE
1 Yau Ma Tei Wing Hing House, Approx. & Completed
el miA 13-21A Reclamation Street, 1,500 EL5ERK
(G/F)
HHEN T 13-21A SREEEAHE
HF)
2 Mong Kok Yee Fai Mansion, Approx. % Completed
HE 15 141-151 Tung Choi Street, 2,700 [t
(Shop 2-3, G/F and Flat B, 1/F)
AT 141-151 SEiakEAHE
T 2-3 gEAR 11 B #)
3 Mong Kok 154 Tung Choi Street, Approx. &Y Completed
A (G/F) 3,700 W55
AT 154 5%
HF)
4 Aberdeen Lee Fat Mansion, Approx. % Completed
T 96-98 Main Street, Ap Lei Chau, 1,400 BE5ERR
(G/F)
HERFIIN A fE 96-98 SEFEE K E
HF)
5 North Point Ming Yuen Centre, Approx. %Y Completed
ik 400-404 King's Road, 1,900 [S5157
(G/F)
BB 400-404 SEBHZE L
i F)
6 Sham Shui Po 86 Fuk Wing Street, Approx. & Completed
N7 ~(GF) 1,400 E5ER
TESR{E 86 5%
HF)
7 Kowloon City St. Teresa’s Hospital Approx. %Y Completed
FLFEM 325-327 Prince Edward Road West, 1,100 BE5ERR
()
K TFETE 325-327 SEEL A EE
()




Building Location of Cooling Tower(s) Total legionella count | Nuisance abatement status
Serial No. District (Premises using the cooling tower(s)) (cfu/ml) asat 6.1.2017#
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Cases in November 2016 2016 &£ 11 AGEZE
No case - - -
EEEZE
Cases in December 2016 2016 &£ 12 A EZE
8 Wan Chai Golden Jubilee House, Approx. & Completed
(T 389-399 Lockhart Road, 2,000 BE5EH
(G/F)
B& v 389-399 SEe T AE
F)
9 Wan Chai 236 Lockhart Road, Approx. % Disinfected, pending test
B (G/F) 1,000 results
BEriiE 236 57 CUMH » IEFER LGSR
i F)

(b) Inspections other than routine surveillance inspections
(To assist epidemiological investigation of the Centre for Health Protection to collect water samples for testing)
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Building Location of Cooling Tower(s)

Total legionella count

Nuisance abatement status

Serial No. District (Premises using the cooling tower(s)) (cfu/ml) asat 6.1.2017#
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Cases in October 2016 2016 4 10 B EZE

No case
BHEEZE

Cases in November 2016

2016 4£ 11 ApfEE

No case

Az

Cases in December 2016

2016 &£ 12 BipfE=E

No case
BHEEZE

# After decontamination, it may take generally about 2 — 3 weeks for testing and provision of test results to ascertain

abatement.
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