Annex 2
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Building locations of fresh water cooling towers detected with total legionella count at/above upper threshold (1,000

cfu/ml) with nuisance notices issued under PHMSO in water sampling in past 3 months period
(1 March 2018 — 31 May 2018)
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(b) Inspections other than routine surveillance inspections
(To assist epidemiological investigation of the Centre for Health Protection to collect water samples for testing)
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# After decontamination, it may take generally about 2 — 3 weeks for testing and provision of test results to ascertain

abatement.
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