Annex 2
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Building locations of fresh water cooling towers detected with total legionella count at/above upper threshold (1 000

cfu/ml) with nuisance notices issued under PHMSO in water sampling in past 3 months period
(1 February 2022 — 30 April 2022)
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(@) Routine surveillance inspections by EMSD B ZH|{TEEZKE

Building Location of Cooling Tower(s) -ch[jll{e%%?g:? Nuisance abatement
Serial No. District (Premises using the cooling tower(s)) SRR status as at 10.5.2022#
FFak & RANE TSR B, & BZE 202245H10H
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Cases in February 2022 2022 4 2 B {EE
1 Mong Kok 194 Prince Edward Road West Approx. &Y Completed
155922} (G/F) 1500 EL5ER
KFHEPH 194 5%
T)
Cases in March 2022 2022 4F 3 BigfEZE
2 Kwai Chung Vigor Industrial Building Approx. 4 Completed
S5 49 - 53 Ta Chuen Ping Street 1800 =159
(Rooms A & M, 26/F Block 1)
FTHEREAT 49 - 53 5%
FERTHENE
(1826 AR M %)
Cases in April 2022 2022 & 4 B EE
No case - -- - -
BEEZE




(b) Inspections other than routine surveillance inspections
(To assist epidemiological investigation of the Centre for Health Protection to collect water samples for testing)
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Building Location of Cooling Tower(s)

Total legionella count

Nuisance abatement status
as at 10.5.2022#

Serial No. District (Premises using the cooling tower(s)) (cfu/ml)
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Cases in February 2022 2022 £ 2 BHiEE

No case -- -- - -
EHEEZE
Cases in March 2022 2022 4 3 B %

No case -- - - -
RHEEE
Cases in April 2022 2022 4 4 B EZE

No case -- -- - -
BEEZE

# After decontamination, it may take generally about 2 — 3 weeks for testing and provision of test results to ascertain

abatement.
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